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GENERAL NOTES: (APPLY TO THIS SHEET ONLY)
1. ALL ELECTRICAL CONDUITS CIRCUIT WIRING IS ROUTED UP INTO
THE INTERSTITIAL SPACE VIA GROUPS OF THREE WIREWAYS TO
THEIR RESPECTIVE SOURCES. ONE WIREWAY IS FOR DATA/COMM
WIRING, ONE IS FOR NORMAL POWER WIRING AND ONE IS FOR
EMERGENCY POWER WIRING. PROVIDE OPENINGS IN THE FLOOR
ﬂ | - e OF THE INTERSTITIAL SPACE AS NECESSARY TO INSTALL NEW
: w | i i M ELECTRICAL CONDUITS. SEAL ANY OPENINGS THAT REMAIN
! ) AFTER REMOVAL OF EXISTING CONDUIT PENETRATIONS.
I / 2. RECEPTACLES: REMOVE ALL RECEPTACLES SHOWN DASHED OR
[ . LABELED RX. MAINTAIN ALL EXISTING CIRCUITS FOR REUSE TO
L — CONNECT NEW RECEPTACLES. ALL UNUSED WIRE AND
ACCESSIBLE CONDUIT/RACEWAYS SHALL BE REMOVED.
3. DATA/COMM /CATV: REMOVE ALL DATA/COMM /CATV DEVICES
SHOWN DASHED OR LABELED RX. REMOVE ALL ASSOCIATED
N CABLING TO ITS SOURCE. MAINTAIN EXISTING CONDUIT/RACEWAYS
}‘E@ W/c [ FOR REUSE TO CONNECT NEW DATA/COMM /CATV DEVICES. ALL
. o o MAE AT UNUSED ACCESSIBLE CONDUIT/RACEWAYS SHALL BE REMOVED.
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1 2 3 4 5 6 7 8 | 9 |
GENERAL NOTES: (APPLY TO THIS SHEET ONLY)
1. ALL ELECTRICAL CONDUITS CIRCUIT WIRING IS ROUTED UP INTO
THE INTERSTITIAL SPACE VIA GROUPS OF THREE WIREWAYS TO
THEIR RESPECTIVE SOURCES. ONE WIREWAY IS FOR DATA/COMM
x x x x WIRING, ONE IS FOR NORMAL POWER WIRING AND ONE IS FOR
|| l l N N N N W EMERGENCY POWER WIRING. PROVIDE OPENINGS IN THE FLOOR
/\ | | | | | | OF THE INTERSTITIAL SPACE AS NECESSARY TO INSTALL NEW
- CORRIDOR =t — B e ELECTRICAL CONDUITS. SEAL ANY OPENINGS THAT REMAIN
\_/ [ c6-27 | Lo it o+ — AFTER REMOVAL OF EXISTING CONDUIT PENETRATIONS.

d = & = < Al 2. RECEPTACLES: REMOVE ALL RECEPTACLES SHOWN DASHED OR
| ol LABELED RX. MAINTAIN ALL EXISTING CIRCUITS FOR REUSE TO
| } H CONNECT NEW RECEPTACLES. ALL UNUSED WIRE AND

ey : Eer oeIIo ACCESSIBLE CONDUIT/RACEWAYS SHALL BE REMOVED.
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GENERAL NOTES:(APPLY TO THIS SHEET ONLY)

1. ALL ELECTRICAL CONDUITS CIRCUIT WIRING IS ROUTED UP INTO
THE INTERSTITIAL SPACE VIA GROUPS OF THREE WIREWAYS TO
THEIR RESPECTIVE SOURCES. ONE WIREWAY IS FOR DATA/COMM
WIRING, ONE IS FOR NORMAL POWER WIRING AND ONE IS FOR
EMERGENCY POWER WIRING. PROVIDE OPENINGS IN THE FLOOR
OF THE INTERSTITIAL SPACE AS NECESSARY TO INSTALL NEW
ELECTRICAL CONDUITS. SEAL ANY OPENINGS THAT REMAIN
AFTER REMOVAL OF EXISTING CONDUIT PENETRATIONS.

DRAWING’ NOTES: (APPLIES TO THIS SHEET ONLY)

@ UNDER CABINET LIGHT FIXTURES. COORDINATE LENGTHS OF
FIXTURES TO SUIT OVERHEAD WALL CABINETS FURNISHED.
CONNECT INTO NEAREST RECEPTACLE CIRCUIT. SEE DRAWING

EP—101.

@

EXTEND 2#12 & 1#12 GROUND IN %" CONDUIT TO PANEL

INDICATED. CONNECT TO AN EXISTING 1P—20A—-125V SPARE
CIRCUIT BREAKER OR ONE MADE SPARE AS A RESULT OF
DEMOLITION. WHERE A SPARE CIRCUIT BREAKER IS NOT
AVAILABLE, ADD ONE WITH CHARACTERISTICS TO MATCH THE

EXISTING.
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GENERAL NOTES:(APPLY TO THIS SHEET ONLY)

1. ALL ELECTRICAL CONDUITS CIRCUIT WIRING IS ROUTED UP INTO
THE INTERSTITIAL SPACE VIA GROUPS OF THREE WIREWAYS TO
THEIR RESPECTIVE SOURCES. ONE WIREWAY IS FOR DATA/COMM
WIRING, ONE IS FOR NORMAL POWER WIRING AND ONE IS FOR
EMERGENCY POWER WIRING. PROVIDE OPENINGS IN THE FLOOR
OF THE INTERSTITIAL SPACE AS NECESSARY TO INSTALL NEW
ELECTRICAL CONDUITS. SEAL ANY OPENINGS THAT REMAIN
AFTER REMOVAL OF EXISTING CONDUIT PENETRATIONS.

DRAWING NOTES: (APPLIES TO THIS SHEET ONLY)

@ UNDER CABINET LIGHT FIXTURES. COORDINATE LENGTHS OF

/" 11120,/208V, 39, RAV | HEALTH
- FIXTURES TO SUIT OVERHEAD WALL CABINETS FURNISHED.
— I CONNECT INTO NEAREST RECEPTACLE CIRCUIT. SEE DRAWING
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GENERAL NOTES:(APPLY TO THIS SHEET ONLY)
1. ALL ELECTRICAL CONDUITS CIRCUIT WIRING IS ROUTED UP INTO
THE INTERSTITIAL SPACE VIA GROUPS OF THREE WIREWAYS TO
THEIR RESPECTIVE SOURCES. ONE WIREWAY IS FOR DATA/COMM
4 WIRING, ONE IS FOR NORMAL POWER WIRING AND ONE IS FOR
: EMERGENCY POWER WIRING. PROVIDE OPENINGS IN THE FLOOR
m OF THE INTERSTITIAL SPACE AS NECESSARY TO INSTALL NEW
: ‘ A}? N 'R g I ELECTRICAL CONDUITS. SEAL ANY OPENINGS THAT REMAIN
S HIMS AFTER REMOVAL OF EXISTING CONDUIT PENETRATIONS.
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GENERAL NOTES:(APPLY TO THIS SHEET ONLY)
1. ALL ELECTRICAL CONDUITS CIRCUIT WIRING IS ROUTED UP INTO THE
INTERSTITIAL SPACE VIA GROUPS OF THREE WIREWAYS TO THEIR
| H | | F | | | | | RESPECTIVE SOURCES. ONE WIREWAY IS FOR DATA/COMM WIRING, ONE IS
GROUP — FOR NORMAL POWER WIRING AND ONE IS FOR EMERGENCY POWER WIRING.
F _ | D ROOM__ Il _ PROVIDE OPENINGS IN THE FLOOR OF THE INTERSTITIAL SPACE AS
1 S— 68-1210 Se— NECESSARY TO INSTALL NEW ELECTRICAL CONDUITS. SEAL ANY OPENINGS
c3 I Co < THAT REMAIN AFTER REMOVAL OF EXISTING CONDUIT PENETRATIONS.
S O e
O (6B—123] Q ' 68110 DRAWING NOTES: (appLies 1o THIS SHEET ONLY)
/ | / SLEEP { OLEEP_ UNDER CABINET LIGHT FIXTURES. COORDINATE LENGTHS OF
CORRIDOR I STUDY 2 ®B21218 O gty FXAM R @ FIXTURES TO SUIT OVERHEAD WALL CABINETS FURNISHED.
C6-27 \ pB—121D CONNECT INTO NEAREST RECEPTACLE CIRCUIT. SEE DRAWING
T C2 \ P J GR%%UMP EP—104.
A s \ 9 é s (] 8B=120 oHYSICIAN @ CONNECT INTO AN EXISTING LIGHTING CIRCUIT SERVING THIS AREA.
£ ASST
SVC BAY e / AT OFFICE @ EXTEND 2#12 & 1#12 GROUND IN 3" CONDUIT TO PANEL INDICATED.
68129 D\.\ | 1; ~ ] O 68111 | CONNECT TO AN EXISTING 1P—20A—125V SPARE CIRCUIT BREAKER OR
AN / - ’ — ) ) ONE MADE SPARE AS A RESULT OF DEMOLITION. WHERE A SPARE
Ol *(\l:Jz 7 e — l — CIRCUIT BREAKER IS NOT AVAILABLE, ADD ONE WITH CHARACTERISTICS
\ i / B iy TO MATCH THE EXISTING.
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GENERAL NOTESZ(APPLY TO THIS SHEET ONLY)
1. ALL ELECTRICAL CONDUITS CIRCUIT WIRING IS ROUTED UP INTO
THE INTERSTITIAL SPACE VIA GROUPS OF THREE WIREWAYS TO
THEIR RESPECTIVE SOURCES. ONE WIREWAY IS FOR DATA /COMM
WIRING, ONE IS FOR NORMAL POWER WIRING AND ONE IS FOR
EMERGENCY POWER WIRING. PROVIDE OPENINGS IN THE FLOOR
OF THE INTERSTITIAL SPACE AS NECESSARY TO INSTALL NEW
ELECTRICAL CONDUITS. SEAL ANY OPENINGS THAT REMAIN
AFTER REMOVAL OF EXISTING CONDUIT PENETRATIONS.
2. THE CONTRACTOR SHALL PROVIDE ROUGH—IN OF OUTLET BOXES
AND CONDUIT FOR THE NEW INTERCOM, NURSE CALL AND
WIRELESS ROUTER SYSTEMS AND ASSOCIATED WIRING IN
COOPERATION WITH AND AS DIRECTED BY THE IN—HOUSE STAFF
OR SPECIALITY CONTRACTORS/VENDORS. ALL NEW DEVICES AND
WIRING WILL BE PROVIDED AND INSTALLED BY THE IN—HOUSE
STAFF OR SPECIALITY CONTRACTORS/VENDORS.
DRAWING NOTES: (APPLIES TO THIS SHEET ONLY)
@ EXTEND 2#12 & 1#12 GROUND IN %" CONDUIT TO PANEL
INDICATED. CONNECT TO AN EXISTING 1P—20A—125V SPARE
CIRCUIT BREAKER OR ONE MADE SPARE AS A RESULT OF
DEMOLITION. WHERE A SPARE CIRCUIT BREAKER IS NOT
AVAILABLE, ADD ONE WITH CHARACTERISTICS TO MATCH THE
EXISTING.
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PARTIAL SECOND FLOOR PIAN - EDUCATION/MSO SUITES - @

POWER & SYSTEMS

SCALE: %" = 1'-0"

GENERAL NOTES:(APPLY TO THIS SHEET ONLY)

1. ALL ELECTRICAL CONDUITS CIRCUIT WIRING IS ROUTED UP INTO
THE INTERSTITIAL SPACE VIA GROUPS OF THREE WIREWAYS TO
THEIR RESPECTIVE SOURCES. ONE WIREWAY IS FOR DATA/COMM
WIRING, ONE IS FOR NORMAL POWER WIRING AND ONE IS FOR
EMERGENCY POWER WIRING. PROVIDE OPENINGS IN THE FLOOR
OF THE INTERSTITIAL SPACE AS NECESSARY TO INSTALL NEW
ELECTRICAL CONDUITS. SEAL ANY OPENINGS THAT REMAIN
AFTER REMOVAL OF EXISTING CONDUIT PENETRATIONS.

DRAWING NOTES: (APPLIES TO THIS SHEET ONLY)

@ UP TO DATA/COMM WIRE—WAY IN INTERSTITIAL SPACE ABOVE.
@ UP TO POWER WIRE—WAY IN INTERSTITIAL SPACE ABOVE.

@ DATA/COMM JUNCTION BOX IN WALL 12" ABOVE FINISHED

FLOOR.

@ POWER JUNCTION BOX IN WALL 12" ABOVE FINISHED FLOOR.

@ EXTEND TO PANEL INDICATED. CONNECT TO AN EXISTING
1P—20A—-125V SPARE CIRCUIT BREAKER OR ONE MADE SPARE
AS A RESULT OF DEMOLITION. WHERE A SPARE CIRCUIT
BREAKER IS NOT AVAILABLE, ADD ONE WITH CHARACTERISTICS
TO MATCH THE EXISTING.
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IF THIS PLAN IS A REDUCTION,
GRAPHIC SCALES MUST BE USED.
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